lllegal Connection

% If the storm water sump is connected to the
private sanitary sewer rather than discharging water
from the footing drains to the yard, the sanitary sewer
can fill up with storm water. The sanitary sewer was
not sized to handle the additinal flow from the footing
drains. Therefore, sanitary backups in homes and
manholes may result.
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Other examples of illegal connections
to sanitary sewer include:
e Downspouts
e Patio Drains
® Rear Yard Drains
e Removing covers off sanitary sewer manholes

For Questions regarding the
Home Owner’s Guide to Sump Pumps
contact us at 708-444-5500
www.tinleypark.org
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| Why Do We Have Two Pumps?

Z E The sanitary sewer line drains toilet waste, wash-

ing machines, floor drains and bathtub drains to the sani-

tary sewer main in the street. The waste requires treat-
ment prior to discharge and is transported to the
Metropolitan Water Reclamation District for Greater
Chicago (MWRDGC) sewer. Downspouts, footing
drains, and sump pumps handle clean storm water and
groundwater.

Storm Sewer Sump

2é%The storm sewer sump pumps rainwater collected
under the basement floor pad to the rear yard. If the
discharge of the storm sewer pump isn't far enough
away from the house, water discharged from the base-
ment will collect against the foundation wall or footing
and seep into the footing drains: Therefore, it is recom-
mended that the discharge is located at least five feet
away from the house. Additionally, it is recommended
that storm water be discharging to flow overland to
allow water to infiltrate into the soil, reducing the cost

of pumping and treating additional water collected in the

storm sewer.

Sanitary Sump

% The sanitary ejector pumps waste water from toi-
lets, floor drains, washing machines and bathtubs to the
private sanitary service line.. The private sanitary service
is connected to the village owned sanitary sewer proper-
ty line. The sanitary pump is necessary to pump any
wastewater from the lower levels (below grade) out of
the house. If a residence does not have a basement, or
has only a crawl space, a sanitary pump is usually not
required. All wastewater from fixtures located at an
elevation above the sanitary service line do not require
a pump.
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Typical Storm Sewer Pump

Overhead Sewer

% A sump is installed under the basement floor to
intercept sewage flowing from basement fixtures and the
basement floor drain. An ejector pump: in the sump
pushes sewage up above the flood level. From there it
can drain by gravity into the sewer service line.
Plumbing fixtures on the first floor continue to drain by
gravity to the service line.

It is unlikely that the sewers will back up above
ground level. If water does go higher, a check valve in
the pipe from the ejector pump keeps it in the pipes.
Backed up sewage is enclosed in the sewer pipes so
there is no worry about overflowing laundry tubs or
basement toilets.

% Precautions: During a power outage, the ejector
pump won’t work. But this only limits the use of the
facilities in the basement that need the pump.

Pump Pump

Surdtary Serwice Live





<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.7
  /CompressObjects /Off
  /CompressPages false
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments false
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 1
  /Optimize false
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues false
  /PreserveEPSInfo false
  /PreserveFlatness false
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile (None)
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages false
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Average
  /ColorImageResolution 400
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages false
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Average
  /GrayImageResolution 400
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages false
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Average
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /FlateEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError false
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier (CGATS TR 001)
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<
    /ENU (These settings are used to create PDF/X-1a:2001 to optimize for Trueflow. If RGB images are used, it will cause some errors or unexpected color conversion. Prepare CMYK images which are created by proper method before create PDF/X-1a.)
    /JPN (These settings are used to create PDF/X-1a:2001 to optimize for Trueflow. If RGB images are used, it will cause some errors or unexpected color conversion. Prepare CMYK images which are created by proper method before create PDF/X-1a.)
  >>
  /InternalDisablePathOptimizer true
  /InternalDropAllImageData false
  /InternalForceUserUnit 0
  /InternalOffOptimizations 3
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OffOptimizations 3
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks true
      /AddPageInfo false
      /AddRegMarks false
      /BleedOffset [
        9
        9
        9
        9
      ]
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /NA
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /HighResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MarksOffset 9
      /MarksWeight 0.250000
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PageMarksFile /RomanDefault
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
    <<
      /AllowImageBreaks true
      /AllowTableBreaks true
      /ExpandPage false
      /HonorBaseURL true
      /HonorRolloverEffect false
      /IgnoreHTMLPageBreaks false
      /IncludeHeaderFooter false
      /MarginOffset [
        0
        0
        0
        0
      ]
      /MetadataAuthor ()
      /MetadataKeywords ()
      /MetadataSubject ()
      /MetadataTitle ()
      /MetricPageSize [
        0
        0
      ]
      /MetricUnit /inch
      /MobileCompatible 0
      /Namespace [
        (Adobe)
        (GoLive)
        (8.0)
      ]
      /OpenZoomToHTMLFontSize false
      /PageOrientation /Portrait
      /RemoveBackground false
      /ShrinkContent true
      /TreatColorsAs /MainMonitorColors
      /UseEmbeddedProfiles false
      /UseHTMLTitleAsMetadata true
    >>
  ]
  /PresumeRGBRepresentationIsLossless false
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [595.000 842.000]
>> setpagedevice


